AMENDMENT # 4

DATE: December 9, 2009

TO: All Bidders of Record

FROM: Greg Van Wart, Buyer

SUBJECT: Amendment # 4 to T-2780 “Public Safety Building”

This amendment becomes part of the Contract Documents and modifies the original bidding documents as noted below:

Changes, Additions and Clarifications as follows:

1. Urinal Symbol 21 should be an AMERICAN STANDARD "ALLBROOK" top spud 6550.005 instead of an "INNSBROOK".

2. Delete Symbol 36 Floor Sink. Replace with Symbol 36 Eyewash.

Reference attached specification for eyewash.

All other specifications, terms and conditions remain unchanged. Bidders are required to acknowledge receipt of this Amendment in the space provided on Bid Response Form, Section 00200-1
SYMBOL 36: EMERGENCY EYEWASH ADA: WALL MOUNTED BARRIER-FREE EYE/FACE WASH SHALL INCLUDE A STAINLESS STEEL BRACKET WITH INTEGRAL STAINLESS STEEL 11" ROUND BOWL, STAINLESS STEEL EYEWASH YOKE ASSEMBLY WITH GREEN PLASTIC EYE/FACE WASH HEADS WITH INTEGRAL 2.5 GPM FLOW CONTROLS AND FLIP-TOP DUST COVERS, WHEEL CHAIR ACCESSIBILITY, BRASS STAY OPEN BALL VALVE WITH STAINLESS STEEL BALL STEM, BRAS 1.25" WASTE TRAP, UNIVERSAL SIGN AND ½" IPS INLET. MANUFACTURED BY HAWS #7752WC. FURNISH WITH HAWS 9201EF THERMOSTATIC MIXING VALVE THAT MIXES HOT AND COLD WATER TO OBTAIN TEMPERED WATER TO SINGLE EYEWASH.