AMENDMENT # 4

DATE: February 1, 2011

TO: All Bidders of Record

FROM: Robert Ortega, Buyer


This amendment becomes part of the Contract Documents and modifies the original bidding documents as noted below:

Offerors are required to acknowledge receipt of this addendum in the space provided on Page 11, Section E.

1. QUESTION:
   Is there a reason each buildings water flow and supervisory switches are not listed in Exhibit “C”? Do you already have licensed fire protection people testing these devices per NFPA 72 code requirements?

   ANSWER: The Flow and Tamper Switches are done by the Fire Sprinkler testing vendor and is not part of this BID.

All other specifications, terms and conditions remain unchanged. Bidders are required to acknowledge receipt of this Amendment in the space provided in Section E, Page 11. The due date and time of February 11, 2011 at 3PM MST remains unchanged.